
STATEMENT OF ENERGY PERFORMANCE

DNRC-Missoula Forestry HQ Bldg A Date: 8/10/2018

2705 Spurgin Road Year Built: 1964

Missoula MT  59804

Baseline: 2012 12/31/2013 Current:

Energy Date: 12/31/2007 12/31/2012 12/31/2013 12/31/2017

Energy Star Score: 94 90 90 84

Gross Floor Area: 13,354 13,354 13,354 13,354 Sq. Ft.

Heating Degree Days 6,934 6,992 7,448 7,738

Cooling Degree Days 646 396 565 528

Reported Annual Energy Use:

Site Energy Use: 669.41 473.99 484.02 561.57 MBTU

Site EUI: 50,128 35,494 36,246 42,053 BTU/ft
2

Electricity: 84,233 138,919 141,859 164,587 kWh

Max Electric Demand: 27 120 99 120 kW

Natural Gas: 3,820 0 0 0 Therms

Reported Annual Energy Cost:

Electricity Cost: $7,738 $18,694 $19,321 $21,671

Electric Demand Cost: $2,368 $8,807 $8,763 $8,686

Natural Gas Cost: $4,429 $0 $0 $0

Energy Cost/ft
2

$0.911 $1.400 $1.447 $1.623

Weather Normalized Energy Use:

Site Energy Use: 655.92 480.61 474.35 543.82 MBTU

Site EUI: 49,118 35,990 35,521 40,723 BTU/ft
2

Electricity: 82,440 140,859 139,024 159,384 kWh

Natural Gas: 3,746 0 0 0 Therms

National Median Energy Use:

Site Energy Use: 1402.05 858.11 880.67 887.43 MBTU

Site EUI: 104,991 64,258 65,948 66,454 BTU/ft
2

Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Direct Emissions: 20.3 0 0 0

Indirect Emissions: 34.9 57.6 58.8 68.2

Total Emissions: 55.2 57.6 58.8 68.2

National Median Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Total Emissions: 115.6 104.2 106.9 107.8

% Difference from National Median:

Site EUI: -52.25 -44.76 -45.04 -36.72

Total Emissions: -52.25 -44.72 -45.00 -36.73

Adjusted Energy Based on Current Year:

Site Energy Use: 683.22 490.19 487.74 561.57 MBTU

Site EUI: 51,162 36,707 36,524 42,053 BTU/ft
2

% Difference Adjusted Site Energy Use

2012 to Baseline -28.25

2013 to Baseline -28.61

Current to Baseline -17.81

Current to 2013 15.14


